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NOTES: CORPORATION STOP
1. CITY WATER SERVICE & PLUMBING PERMITS

REQUIRED FOR WORK BY PRIVATE CONTRACTORS.

2. ANNUAL TESTING OF RPZ REQUIRED

3. REQUIRED EQUIPMENT MUST BE ENCLOSED AND SUPPORTED.

4. 2" DIAMETER SIZE IS STANDARD. OTHER SIZES ALLOWED ONLY BY APPROVAL OF CITY.
5. SLEEVES FOR PIPES IN CONCRETE SLABS SHALL BE 4" DIAMETER PVC OR SIMILAR.

J

% N A
STANDARD DETAILS JANUARY 2022
@ 8ottage IRRIGATION SERVICE BY )
g4 Grove PRIVATE CONTRACTOR SR
er évmgpeﬂty Meer PLATE NO.
e Pride an COTTAGE GROVE, MINNESOTA SER-13
\ J > =4

48_SER13.DWG




